


OHA - Drinking Water Program - Surface Water Quality Data Form
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i’::::‘ Netarts Water District ID#: 41 00556  Month/Year  Aug-21  Giardia log 0.5
MInimMum TT,
Diifes Tie Residual ofals’r Contact Time el &5 — oH Required CT | 7 pete @ Peak Hourly
User (C) M) Demand Flow
[ppm or mg/L] | [minutes] CXT [°C] formula Yes / No [GPM]
1 8:30 1.03 140 144 .2 134 7.72 19.8 Yes 425
2 8:30 1.05 140 147.0 13.2 7.74 20.3 Yes 243
3 8:30 0.90 140 126.0 13.2 7.71 19.7 Yes 271
4 8:30 1.08 140 151.2 13:2 7.74 204 Yes 259
5 8:30 0.96 140 134.4 13.3 7.66 194 Yes 259
6 8:30 0.89 140 124.6 13.3 7.64 191 Yes 206
7 8:30 0.89 140 1246 13.4 7.68 19.2 Yes 234
8 8:30 0.55 140 77.0 13.3 7.62 18.2 Yes 242
9 8:30 0.60 140 84.0 13.4 7.67 18.6 Yes 321
10 8:30 0.82 140 114.8 13.3 7.70 19.4 Yes 229
11 8:30 1.00 140 140.0 134 743 19.8 Yes 322
12 8:30 1.01 140 141.4 13.5 7.64 19.1 Yes 254
13 8:30 1.08 140 151.2 13.6 7.59 18.8 Yes 268
14 8:30 1.00 140 140.0 13.6 7.57 18.5 Yes 443
15 8:30 0.93 140 130.2 13.5 7.55 18.3 Yes 284
16 8:30 1.07 140 149.8 135 7.56 18.7 Yes 263
17 8:30 1.04 140 145.6 135 7.58 18.7 Yes 319
18 8:30 1.00 140 140.0 13.3 7.56 18.8 Yes 346
19 8:30 1.04 140 145.6 13.3 7.61 19.2 Yes 291
20 8:30 1.06 140 148.4 13.3 7.59 19.1 Yes 308
21 8:30 1.07 140 149.8 13.2 7.43 18.2 Yes 332
22 8:30 1.1 140 155.4 13.3 7.42 18.0 Yes 366
23 8:30 1.00 140 140.0 13.1 7.45 18.3 Yes 464
24 8:30 1.09 140 152.6 12.9 7.41 18.4 Yes 396
25 8:30 1.15 140 161.0 12.9 7.40 18.5 Yes 318
26 8:30 1515 140 161.0 12.8 7.53 19.5 Yes 309
27 8:30 1.17 140 163.8 12.9 7.49 19.1 Yes 324
28 8:30 1.04 140 1456 13.0 7.45 18.5 Yes 366
29 8:30 1.12 140 156.8 13.3 7.44 18.2 Yes 362
30 8:30 0.9 140 126.0 13.3 7.44 17.8 Yes 319
31 8:30 0.99 140 138.6 12.9 7.41 18.2 Yes 273

31f Cl, at entry point < 0.2 mg/I or CT not met, DWP to be notified by end of next business day.

PAGE 2 of 2

Revised February 2012




